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APPLIED ENGINEERING
SOLUTIONS

MOLNAR

SHREVEPORT, LA
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NOTES:
(THlS SHEET ONLY)
<:> COPPER DRAIN LINE SUPPORTS OFF ROOF WITH PT SLEEPER PADS.
RUN TO ROOF DRAIN. SEE SHEET M504 FOR SLEEPER DETAIL.
@ REINSTALL EXISTING RTU-T.
(:) EXPOSED DUCT. INSULATE SUPPLY DUCT PER SPECIFICATIONS. RETURN
DUCT UN-INSULATED.
@ REINSTALL EXISTING SMOKE VENT LOUVER. SEE ARCHITECTURAL.
REINSTALL EXISTING LOW LEAKAGE 120" WIDE X 16" HIGH MOTORIZED
DAMPER WITH NORMALLY OPEN ACTUATOR. SEE ELECTRICAL FOR
CONNECTION TO FIRE ALARM SYSTEM.
@ SHEET METAL BLANK OFF REMAINDER OF LOUVER.
<:> ACCESS HATCH. SEE ARCHITECTURAL SHEETS.
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